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High Mast / Luminaire parts list

6 Pieces MIC OPTOELECTRONIC CO.,LTD MFL-G720 
Article No.: MFL-G720
Luminous flux (Luminaire): 111364 lm
Luminous flux (Lamps): 111450 lm
Luminaire Wattage: 699.6 W
Luminaire classification according to DIN: A20
CIE flux code: 92  97  99  100  100
Fitting: 1 x 5050 (Correction Factor 1.000).

See our luminaire 
catalog for an image of 

the luminaire. 
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Exterior Scene 1 / Planning data

Light loss factor: 0.80, ULR (Upward Light Ratio): 0.0% Scale 1:1000

Luminaire Parts List

No. Pieces Designation (Correction Factor) F (Luminaire) [lm] F (Lamps) [lm] P [W]

1 6 MIC OPTOELECTRONIC CO.,LTD MFL-
G720 (1.000) 111364 111450 699.6

Total: 668183 Total: 668700 4197.8
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Exterior Scene 1 / Luminaires (layout plan)

Scale 1 : 750

Luminaire Parts List

No. Pieces Designation

1 6 MIC OPTOELECTRONIC CO.,LTD MFL-G720 
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Exterior Scene 1 / Luminaires (coordinates list)

MIC OPTOELECTRONIC CO.,LTD MFL-G720 
111364 lm, 699.6 W, 1 x 1 x 5050 (Correction Factor 1.000).

No. Position [m] Rotation [°]
X Y Z X Y Z

1 2.000 0.000 30.000 0.0 -5.0 0.0
2 1.000 1.732 30.000 0.0 -5.0 60.0
3 -1.000 1.732 30.000 0.0 -5.0 120.0
4 -2.000 0.000 30.000 0.0 -5.0 180.0
5 -1.000 -1.732 30.000 0.0 -5.0 -120.0
6 1.000 -1.732 30.000 0.0 -5.0 -60.0
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Exterior Scene 1 / 3D Rendering
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Exterior Scene 1 / False Color Rendering
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Exterior Scene 1 / Calculation Grid 1 / Summary

Scale 1 : 1000
Position: (0.000 m, 0.000 m, 0.000 m)
Size: (100.000 m, 100.000 m)
Rotation: (0.0°, 0.0°, 0.0°)
Type: Normal, Grid: 19 x 19 Points

Results overview

Eh m/Em = Relationship between middle horizontal and vertical illuminance, H = Measuring Height 

No. Type Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax Eh m/Em H [m] Camera

1 horizontal 45 0.60 787 0.01 0.00 / 0.000 /
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Exterior Scene 1 / Calculation Grid 1 / Isolines (E, Horizontal)

Values in Lux, Scale 1 : 1000
Position of surface in external scene:
Marked point: (-50.000 m, -50.000 m, 
0.000 m)

Grid: 19 x 19 Points 

Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax
45 0.60 787 0.01 0.00
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Exterior Scene 1 / Calculation Grid 1 / Greyscale (E, Horizontal)

Scale 1 : 1000
Position of surface in external scene:
Marked point: (-50.000 m, -50.000 m, 
0.000 m)

Grid: 19 x 19 Points 

Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax
45 0.60 787 0.01 0.00
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Exterior Scene 1 / Calculation Grid 1 / Value Chart (E, Horizontal)

Values in Lux, Scale 1 : 1000
Not all calculated values could be displayed. 

Position of surface in external scene:
Marked point: (-50.000 m, -50.000 m, 
0.000 m)

Grid: 19 x 19 Points 

Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax
45 0.60 787 0.01 0.00
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Exterior Scene 1 / Calculation Grid 2 / Summary

Scale 1 : 1000
Position: (0.000 m, 0.000 m, 0.000 m)
Size: (60.000 m, 60.000 m)
Rotation: (0.0°, 0.0°, 0.0°)
Type: Normal, Grid: 17 x 17 Points

Results overview

Eh m/Em = Relationship between middle horizontal and vertical illuminance, H = Measuring Height 

No. Type Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax Eh m/Em H [m] Camera

1 horizontal 122 3.17 787 0.03 0.00 / 0.000 /
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Exterior Scene 1 / Calculation Grid 2 / Isolines (E, Horizontal)

Values in Lux, Scale 1 : 500
Position of surface in external scene:
Marked point: (-30.000 m, -30.000 m, 
0.000 m)

Grid: 17 x 17 Points 

Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax
122 3.17 787 0.03 0.00
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Exterior Scene 1 / Calculation Grid 2 / Greyscale (E, Horizontal)

Scale 1 : 750
Position of surface in external scene:
Marked point: (-30.000 m, -30.000 m, 
0.000 m)

Grid: 17 x 17 Points 

Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax
122 3.17 787 0.03 0.00
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Exterior Scene 1 / Calculation Grid 2 / Value Chart (E, Horizontal)

Values in Lux, Scale 1 : 500
Not all calculated values could be displayed. 

Position of surface in external scene:
Marked point: (-30.000 m, -30.000 m, 
0.000 m)

Grid: 17 x 17 Points 

Eav [lx] Emin [lx] Emax [lx] u0 Emin / Emax
122 3.17 787 0.03 0.00
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